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October  2011 
 
Fire Protection and Life Safety Regulation Bylaw 2011 No. 7108  
 
22. Fuel Tanks for Flammable or Combustible Liquids 

 
An owner or occupier of the Premises may not undertake installation, removal, repair or upgrade to an 
underground or aboveground fuel oil tank of any size over 2500 litres (550 gal) or install, remove, 
replace or repair fuel distribution piping or dispensing equipment unless the owner or occupier of the 
Premises first obtains a permit from the Fire Rescue Department in the form attached to and forming 
part of this Bylaw as Schedule "G". 

 
SCHEDULE “G” 

 
 

1. Fill out application form and fax or deliver to the Fire & Loss Prevention Division of Nanaimo Fire Rescue. 
2. The Fire & Loss Prevention Division will process application within seven (7) business days and will contact 

the applicant to arrange for pick-up of the permit(s). 
3. Applicant will pay for permit(s) at the time of issue. 
4. On-site inspection is required during tank removal by the Fire Rescue Department. 

 
Permit Costs  
 
Permit for Underground Fuel Storage Tank Removal per Tank = $100.00 
 
Permit for the Installation of Above Ground Fuel Storage Tanks: 2,500 Litres (550 Gallons) to 25,000 
Litres (6640 Gallons) = $200.00, Each Litre over 25,000 = .002cents per litre 
 
Permit for the Installation of Below Ground Fuel Storage Tanks - up to 5,000 Litres = $100.00, up to 
25,000 Litres = $250.00, Up to 50,000 Litres = $350.00 

 
 
 


